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A Life Safety Code Follow up Desk Review was
conducted by the State of Tennessee Department
of Health Division of Health Licensure and
Regulations Office of Health Care Facilities on
8/12/2021 for all previous deficiencies cited on
06/28/2021. During this Life Safety Desk Review
Follow up, Donalson Care Center was found in

| substantial compliance with the requirements of

the Tennessee Rules and Regulations
1200-08-06, Standards for Nursing Homes, and
National Fire Protection Association (NFPA) 101
Life Safety (2012 Edition).
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N 000' Initial Comments

Stories: 1

Construction Type: NFPA, V (111); IBC, V
protected

Some plans available on site
Constructed: 1983

Sprinklered: Yes

Census: 98

A Life Safety Code Survey was conducled by the
State of Tennessee Department of Health
Division of Health Licensure and Regulations
Office of Health Care Facilities on 06/28/2021.
During this Life Safety Survey, Dolenson Care
Center was found not in substantial compliance
with the requirements of the Tennessee Rules
and Regulations 1200-08-06, Standards for
Nursing Homes, and National Fire Protection
Association (NFPA) 101 Life Safety (2012
Edition)

All penetrations requiring Fire Stop shall be
repaired in accordance with a tesled and
approved Fire Stop System meeting the
requirements of ASTM E 814, Standard Test
Method for Fire Tests of Through Penetration Fire
Stops, or ANSIUL 1479, Standard for Fire Tests
of Through-Penetration Firestops. The system
used shall be recorded and documentation shall
be maintained for the life of the installation Any
Englineering Judgements requires state approval.

1200-8-6-.08 (1) Building Standards

(1) A nursing home shall construct, arrange, and
maintain the condition of the physical plant and
the overall nursing home environment in such a
manner that the safety and welt-being of the
residents are assured.
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This Rule is not met as evidenced by: (Tt ! o i
Based on observation, the facility failed to kit i il bongih heind oo
maintain the physical plant and overall mstalling four bolts in Ihe holes, compleied on June
environment. 29, 2021. The ona hote In the celling of the
housekeeping closst by room 25 had a work order
e
. = " A i stafl; 0
The findings included: for installation lo cotrect this issue; venl was ordered
on July 13, 2021 and will be repaired by faclilies
1. Observation on 06/28/2021 at 11:18 AM, meznahme I:IM’L The double cross corrkior doors
revealed 4 holes in the corridor door of the staff rlaCad on oty 13, 202 e Mo ra16d Gooes vilh
lounge across from room 7. NFPA 101, 19.3.6.3 2 ire labels prasent are being ordared to replace the
(2012 Edition) currant sel of doors. The penetralion by the PVC
conduit in tha 1 hour fire rated ceiling of the south
hall mechanical room was comecled with fire
2. Observation on 06/28/2021 at 11°28 AM, w‘;.f'gl by facilities maintenance staft on June
revealed a hole in the 1 hour fire rated ceiling of ! '
the housekeeping closet by raom 25 NFPA 101 2. Facitlies Maintenance Direct o
d ; completed
8.3.1.2 (2012 Edition) facllity-wide iifa safaty audit on'i'rruay. Juty 13. 2021
Any agdmon::“i'iﬁ_ salely m\aem \:;r; cnrracii:nd in
3. Observation on 06/28/2021 at 11:32 AM, 200.08-00. Siandards for Nursing Homes and
revealed the double cross corridor doors in the 2 glmizghg Emllur.tlon Assoclation (NFPA) 101 Life
hour fire wall by room 45 did not have fire rating fety (2012 Edilon)
labels. NFPA 101, 8.3.3.1 (2012 Edition) NFPA AN RS siatf were i
N . Facim nce @ in-serviced on
80, 4.3.1 (2010 Edition) Friday, July 18, 2021, by the Facilties Managemeni
e e S o
4 Observation on 06/28/2021 at 11:52 AM, ' and panelrations, a3 weil enauring e raling |abels
; f doubla F
revealed a penetration by a PVC conduit in the 1 '&“.‘:a“gﬂ“mm osm?oi‘o‘r’%’é'f?'a.nﬂml coi':p'l?i:
hour fire rated ceiling of the south ha¥ mechanical audits O'Lh;l facility ;:f n“a?‘?r:g“?;rpf.?““‘““?m
room at the activity room. NFPA 101, 8.3.5.1 B e onis.
(2012 Edition) 4. 1 any lssues arise, the Issves will be correcied by
hﬁm;s énu:r‘\ag:rmt atall annél'l’mr)‘ughl to the
The maintenance staff was present when these el Hirance and verarmance
degcien::igs were identified and lh: administrator er.?u“mﬁ:cﬂxuw Agt{:;mm}i oo “"..!.ﬁ‘,!,";'
acknowledged these deficiencies during the exit cause analysls and review on complation for any
further aclion that may be required. The Faciliie
conference on 06/28/2021. Maintenance Direcior wik be responsitis for assfmng
that tl::l:s andﬁpun;i;a!l?ns are baing idenlified and
. e, on a ume asis.
N1403 1200-8-6-.14(1)(c) Disaster Preparedness N1403 ne
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N1403 Continued From page 2 N1403
. 1 Staff Davelopment Coordinalor revised ihe ‘Leas of s/9/2021
(1) Emergency Electrical Power Elecincal Power” policy on July 13 2021, to specify

Lnﬂai f;m: hfacillty provides at Ieali twenty four hours of f
(c) The emergency power system shall have a i i

minimum of twenty four (24) hours of either 5

propane, gasoline or diesel fuel The quantity PG e g oo L e

shall be based on its expected or known | toensure the facility has arangemants for

connected load consumption during power emergency fefueling

interruptions  In addition, the nursing home shall 3 Facilitles Managemenl Direclor was in serviced by

have a written contract with an area fuel ;“&ﬁfmm‘mmﬁgﬁ' :;mf:"

distributor which guarantees first priority service emwncy rmm lFldIit‘uas Maﬂagernw;t D:re:'nor
X o nee or ames Narator lue

for re-fills during power interruptions i m&*ﬂ Ay 1x conkation &gmﬂm

enerator tesl. Emergency Operations Plan, ralated
gpnllelas and ralated cnnlgﬂs are ranawed annually
This Rule is not met as evidenced by: wiid 8y neded

Based on document review and interview the 4 If any issues arse the 19sues will be correcied by
facility failed to provide a plan for a 24 hour fuel faciiites managemant stalf and brought to the

h monthly Quality Assurance and Performance
supply. mprovamenl Commitlee Ths committes will al thal

|
timea Irlllgga a Corr‘rgﬁivc Aclion Plur'll ogg wilh rool
rn ; | cause analysis and review on completion for
The findings included: | fusther nct%n thal may be required The Fadms
| Maintenance Drector will be rasponsibie for assuring

Document review and interview with the staff thal the emerg nerstor has sufficient fuel on
devolvement coordinator and the facilities Be fservice e %'M N0 PO S nges
manager on 06/28/2021 at 12:30 PM, revea'ad
the facility failed to provide and plan or policy
showing the facility maintains a minimum 24 hour
supply of fuel for the emergency power
generators.

The facilities manager was present when this
deficlency were identified and the administrator
acknowledged this deficiency during the exit
conference on 06/28/2021.

N1408 1200-8-6-.14(2)(a)2 Disaster Preparedness ' N1406

(2) Physical Facility and Community Emergency
Plans.

(a) Physical Facility {(Internal Situations)

ivision of Healh Core Facifles
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2. The plan(s) must include provisions for the
relocation of persons within the building and/or
either partial or full building evacuation. Facilities
which do not have sufficlent emergency generator
capacity to provide a place of refuge for residents
during severs hol or cold weather emergencies
shall specifically establish an emergency plan to
assure a common area (dining room, haliway, or
day rooms) is heated or cooled sufficiently to
sustain residents during an emergency. This can
be accomplished through several approaches j
including the installation of a transfer swilch at the .
facility to which an emergency generator may be
connected to operate a HVAC system for the
place of refuge, or transportation of a generator
to the facility and direct connection from the
generator to emergency portabtle heating or
cooling unils. The plan must be coordinated with
local emergency management agencies that
provide emergency generators or heating or
cooling units; and facilities are encouraged to
enter into private agreements with local generator
suppliers, rental agencies or other reliable
sources of emergency power. Plans thal provide
for the relocation of residents to other health care
facilities must have written agreements for
emergency transfers. The agreements may be
mutual, i.e. providing for transfers either way.

This Rule is not met as evidenced by:

Based on document review and interview, the
facility falled to specifically establish an
emergency plan to assure a common area is
heated or cooled sufficiently to sustain residents
during an emergency.

The findings Included.

1. Staff Developmant Coordinator revised the
Emergency Opaerations Plan on July 13, 2021, lo
specify Ihaf the residents can shetter in place in the
evant of a pawer outage, as the emergency
anaralors will power the entire facility for no less |
n twenty-four hours, including heating and cooling
of resldeni rooms and common areas.

B/912021

2, Facililea Managemant Director reviewed facllity
blueprints and verified the emergancy generators

will power the entire facility for no less than twenty-four’
hours. This was compieled on July 13, 2021 The
Facilities Ma Direclor alao audit all elactrical
boxes on Wednesday, July 14, 2021, and confirmed
they are supporied by the emergency generators.

3. Nursing Homa Administrator in-serviced oll staff on
Thursday, July 15, 2021, and Friday, July 18, 2021,
regarding rav sheller-in-placa policy {(which Is
consistent with currenl emergency operalions
practice). The Nursing Home Administrator, Facilities
Management Director and Reglsterad Nurse Direclor
gt.rwﬂng will monitor compllance through disaster
rills

4_1f any issues arise, the issues will be correcled by
facllities managemenl stafl and brought lo the
rmontily Quakily Assurance and MMance
Improvement Commiitea. The committee will at that

time Inftiale a Corrective Action Plan along with rool
causa analysls and review on etion for any
further aclion thal may be required. The Facllities

Maintenance and/or the Nursing Home Administrator
will be responsible for assurl t the Emergency
Operalions Plan is current and thal facilify stalf are
knowledgeable of the contenis of the plan regarding
*sheltering in place” during an emargency or powey
outage event.

Dlvision of Healih Care Faciiies
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Document review and interview with the staff
devolvement coordinator and the facilities
manager on 06/28/2021 at 12:35 PM, revealed
the facility failed to specify the facility emergency
power generators provide areas that are heated
or cooled during and emergency.
The facilities manager was present when this
deficiency were identified and the administrator
acknowledged this deficiency during the exit
conference on 06/28/2021.
Oivision of Heallh Care Faciies
STATE FORM e EQ2021 (F continuation sheet 5 of 5



VIII. Life Safety:

a)
b)

c)

d)

Holes and penetrations in walls/ceilings — submit a work order!
All fire doors must have a fire label.

Facility generators will be monitored weekly to ensure we have at least enough
fuel to power the facility for 24 hours on generators if the power goes out.

a. Randall is obtaining a contract for emergency fuel refilling for extended
power outages.

If we lose power, residents can shelter in place in their rooms, as the emergency
generators will power their PTACH units along with the rest of the facility.



Donalson Care Center -
Life Safety Audit — Holes/Penetrations /\)8 3 \

Audit Flow Record
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LINCOLN HEALTH SYSTEM Page: 1 of 3
_Subject: Loss of Electrical Power JC: EM.02.02.09
Department. Maintenance Effective: 10/7/10
Approved by: LHS Committees Revised: 01/18/2019

Policy:

il

It is the policy of Lincoln Health System to provide a safe and comfortable
environment. This policy provides guidelines to be followed in the event of an
electrical power outage.

2. Lincoln Health System is electrically wired in accordance with the National

Electrical Code and meets State, Federal, and local codes.

Before a Power Outage:

Know where emergency lighting and red emergency power outlets are located.
Know where your flashlights are kept.

If you work in a patient care area, know where the emergency power is for
patient equipment.

If you work in a non-patient care area, know your departmental plan for backup of
all critical computer information systems.

During a Power Outage:

If you work in a patient care area:

Wait 8-10 seconds; the emergency generator will turn on the power. Check that
all essential equipment is plugged into red outlets and all life support equipment
is properly functioning. Disconnect or turn off non-essential equipment that may
be plugged into emergency power (red outlets). Examples of non-essential
equipment include: fans, personal portable equipment.

Check your patients. Make sure they are safe, calm, comfortable and accounted
for.

If patients are on life sustaining equipment, be sure all equipment is functioning
properly.

If there is any delay in power restoration, evaluate patients for any changes in
status due to power failure. Check all equipment to be sure it is functioning
properly.

At no time during a power failure should patients be evacuated from the hospital
without instructions from the Hospital Incident Command Center.

If you work in a non-patient care area:



Wait 8-10 seconds; the emergency generator will turn on the power. Check that
all essential equipment is plugged into red outlets and all life support equipment
is properly functioning. Disconnect or turn off non-essential equipment that may
be plugged into emergency power (red outlets). Examples of non-essential
equipment include: fans, personal portable equipment.

Check office equipment for problems.

Call the LHS Information Technology & Systems Help Desk if you need

assistance restoring your computer systems:
o Users calling from QUTSIDE the hospital should dial 438-7499
o Users calling from INSIDE the hospital should dial extension 7499

Conserve Energy!

YOU have an impact on how much electrical energy LHS, the Community, and your
family uses each day.

Be aware of and practice energy conservation.

Conservation Measures:
Conserve energy whenever possible.

Turn off unused lights and NON-ESSENTIAL EQUIPMENT when no one is
present during work and at the end of the work shift.

Turn off unused lights when no one is present.

Use task lighting.

Open curtains or shades for light.

Procedure:

1.

The following duties shall be implemented in the event of a power outage:

a. The Facilities Manager and/or the Maintenance Supervisor shall be
contacted and informed of what information is available.

b. The Facilities Manager and/or the Maintenance Supervisor shall see that
the emergency generator is functioning properly and is monitored
throughout the outage.

c. Fayetteville Public Utilities shall be contacted to try and determine the
cause and duration of the outage. The number to call is 433-1522.

d. The DON at LMC and the Administrator/DON at DCC shall be notified of
the expected duration of the power outage and informed of all new
developments until normal power is restored to the facility.

e. If an extensive outage is expected, the Facilities Manager shall monitor
fuel levels to ensure uninterrupted power utilizing the emergency
generator.

2. The following duties shall be implemented upon restoration of normal power:

a. The Facilities Manager shall notify the appropriate staff and leadership
that normal power has been restored.

Loss of Electrical Power Page 2 of 3



b.

The Facilities Manager and/or Maintenance Supervisor shall see that
utility equipment is checked for proper operations and that the physical
plant is returned to normal operation.

3. General information while on emergency power include the following:

a.

o

Flashlights are available at each nursing station. If you are unable to
locate a flashlight, notify the Maintenance Department Ext. 7445 or 7441
or call Materials Management Ext. 7432.

. Fuel for the emergency generator shall provide services for a period of not

less than 48 hours.
Emergency power is supplied to the following areas at EMC LHS
including:

i. Blood, bone and tissue storage units (in Lab, OR and other areas)
ii. Emergency/urgent care areas (include the ED and selected
treatment areas)
iii. Elevators (one visitor elevator and one staff elevator)
iv. Medical gas and vacuum systems
v. Areas where electrically powered life support equipment is used
(such as the Intensive Care Unit)
vi. Operating rooms
vii. Postoperative recovery rooms
viii. Obstetrical delivery rooms
iX. Newborn nursery
X. Donalson Care Center

Elevators (one staff elevator and one visitor elevator)

Alarm systems (e.g., fire alarms and other emergency alarm systems)
Exit route illumination (lighting in corridors and other key areas to
illuminate exit paths and task areas)

Emergency communication systems including the PA system and
emergency phone system elements

lllumination of exit signs

Loss of Electrical Power Page 3 of 3
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LINCOLN HEALTH SYSTEM Page: 1 of 1

Subject: Power Outage — Emergency Plan

Department: DCC Nursing

Approved By: LHS Committees Revised: 12/18/2019
POLICY:

In case of a power outage the following procedure is to be followed.

PROCEDURE:

The facility is equipped with two emergency Generators, One Generator serves
Halls 1,2 and the front half of hall 3 to the fire doors. The second generator
serves from hall 3 fire doors and all of halls 4, 5 and 6. Facility emergency
generators are capable of powering the entire facility for no less than 24 hours,
including heating/cooling of resident rooms and common areas.

a)

NOTE:

Check to ensure that O?is plugged into RED emergency outlets. In case
of O?and IV pumps (have battery back-up) are used by the resident,
make sure you can plug both in. If you need more outlets, contact
Maintenance for multiple adapter, or move the resident to an empty room
that has ample outlets.

Call Maintenance for assistance.

Maintenance will contact the utility company to determine the source of
the problem and update staff.

Dispense flashlights as necessary.

In case of an outage the telephone system is connected to emergency
power. If the phones do not work contact Maintenance and use cell
phones until service is restored.

In the event one generator does not start when the power failure occurs:
e Relocate patients that require Powered medical devices that to the
other half of the building and plug into red outlets.

Emergency Contacts:

Gen-Co Power Generation Fayetteville Public Utilities:
Phone: 256-319-0382 Phone: 931-438-3374
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LINCOLN HEALTH SYSTEM Page: 1o0f3

Subject: Sheltering of Residents (Hyper and

Hypothermia)

Department: Donalson Care Center Effective: 01/11/2019
Approved by: LHS Committees Revised:

Policy: Donalson Care Center will provide a means to shelter residents in a safe and
effective manner. Consideration will be taken into place for building structure and
location during sheltering, communication with emergency agencies, staffing and
continuity of care during events.

Events requiring sheltering would be during natural disasters such as floods or
tornadoes or other weather events that caused the facility to be flooded or damaged in
certain sections or to loose electricity causing the building to be too hot or cold. Events
such as these could result in hypothermia or hyperthermia in residents.

Definitions:
Hyperthermia: Condition of having a body temperature greatly above normal
Hypothermia: Condition of having an abnormally low body temperature.

Procedure:
Sheltering of Residents:

1. Follow Incident Command Policy under the Emergency Preparedness Plan.

2. In event of power outage and unable to use phones, use radios at nursing
stations to contact Incident Command, Emergency Services, E-911
Communication Center and the Emergency Operations Center of Lincoln County.

3. Donalson Care Center will work diligently with the EOC of Lincoln County during
any emergency or natural disaster.

4. All staff working during the emergency will remain at work until additional staff
can be brought in to ensure safe staffing levels and continuity of care.

5. Residents-will-be-sheltered-aceording to need in the following areas.

a—Assmted—Hwag—Sheﬁ-StayandReems%Q%%haﬂ%)wLbeshe#ereém

p;waey—te—mamtainws}dem dignity- during emergensy-event—take-back to
eh-ADL reund.

6. Residents will be sheltered in place in their rooms unless the room is unsafe.
Facility emergency generators are capable of powering the entire facility for no
less than 24 hours, including heating and cooling of resident rooms and common
areas.

7. Generators will be obtained from EMS and from the South Central Health Care
Coalition for each area to plug units up to provide heat or air.

8. In the event of flooding of damage to the building, residents will go to nearest
sheltering area in building that is not damaged until local emergency services can



provide evacuation.

Hyperthermia
In the event of power outages and extreme hot temperatures, do everything to avoid

hyperthermia in the elderly. Remove clothing to minimal or place in thin clothing. Place
in areas of circulation or sheltering areas where generator may be in use. Apply cool
cloth around neck, arm pits and/or in groin. Make sure all windows are open and
provide as much circulation as possible. If resident becomes over heated, assess for

hyperthermia.

Assessment:

Exposure to warm temperature

Febrile

May have hot and dry or warm and moist skin

May be hypotensive

Poor skin turgor

Sign of hypovolemic shock

History of infection or iliness

Dark Urine-suggest muscle breakdown or kidney damage
Tachycardia, hyperventilation, hypertension
Neurologic-Light headed, confusion to coma, seizures

Procedure:

1. Apply oxygen

2. Remove clothing,

3. Apply wet linen or wet abdominal pads to groin and axillary areas
a. Expose to circulating air
b. DO NOT COOL to the point of shivering
c. Move patient to the coolest area available including shaded area with

breeze

4. Check Blood sugar

5. Check Vital Signs

6. Rehydrate orally if condition allows

Hypothermia
In the event of power outages and extreme cold temperatures, do everything to avoid

hypothermia in the elderly. Apply layers of clothes and place under or wrap in blankets.
Place in areas of sheltering where generator may be in use. Provide warm drinks and
foods if possible. Make sure all windows are closed to avoid additional loss of warm air
from building. If resident becomes too cool, assess for hypothermia.

Assessment:

Exposure to cold temperatures to include duration
Core body temperature below 92 degrees
Predisposing medical condition

Bradycardia, hypotension, cold extremities
Neurologic-confusion, altered LOC, coma

Sheltering of Residents Page 2 of 3



Procedure:

1. Apply oxygen

2. Remove patient from cold environment to sheltering area if able

3. Remove wet clothing or cold clothing and cover with extra layers of clothes and
warm dry blankets

4. Do not allow residents to walk or exert themselves

5. Check Blood Sugar

6. Check Vital Signs

Sheltering of Residents Page 3 of 3



